
2’-0" MIN.

TO POLE

CONCRETE STRAIN POLE

CONNECTOR

GROUND CONNECTOR

DRIP LOOP

GROUND LINE

= BOND JUMPERS

GROUND LINE

WELD OR CLAMP

EXOTHERMIC

OR CLAMP

EXOTHERMIC WELD

WELD OR CLAMP

EXOTHERMIC

OR PVC CONDUIT

1" GALVANIZED RIGID STEEL

SEE DETAIL A

SPECIFICATIONS

GROUNDING ELECTRODE PER
SPECIFICATIONS

GROUNDING ELECTRODE PER

AND MESSENGER CABLE

TO MOUNTING HARDWARE

GROUNDING CONDUCTOR EXTENSION

GROUNDING CONDUCTOR

GROUNDING CONDUCTOR

GROUNDING LUG

CONDUCTOR TO GROUNDING LUG

CONNECT #6 AWG GROUNDING

CONDUCTOR TO GROUNDING LUG

CONNECT #6 AWG GROUNDING

GROUNDING ELECTRODES (TYP)

STRAIN POLE WITH 

GROUNDING ELECTRODES

POWER SERVICE DISCONNECT WITH 2 

GROUND AROUND THE INTERSECTION

ELECTRODES TO FORM A CONTINUOUS

CONNECT CABINET TO POLE GROUNDING

SERVICE DISCONNECT

BOND GROUND/NEUTRAL AT POWER

WITH BOND JUMPERS

TRAFFIC SIGNAL SPAN

GROUND.

NECESSARY AFTER TESTING 

GROUNDING ELECTRODE AS 

ELECTRODES. INSTALL 4TH 

INSTALL MINIMUM 3 

NECESSARY.

ELECTRODE, IF 

4TH GROUNDING 

HORIZONTAL PER SECTION 647

BE OBTAINED, INSTALL 

OPTIONAL: IF DEPTH CANNOT

SPAN WIRE GROUNDING PLAN VIEW GROUNDING

SEE DETAIL A

GROUNDING DETAIL A

GROUNDING WITH PULLBOX OPTION

STEEL STRAIN POLE 

GROUNDING WITH PULLBOX OPTION

CONCRETE STRAIN POLE 

(TYP)

W/ GROUNDING ELECTRODE

PULLBOX (SEE PLANS)

(TYP)

W/ GROUNDING ELECTRODE

PULLBOX (SEE PLANS)

(SEE PLANS)

PULLBOX

(SEE PLANS)

PULLBOX

INSIDE PULLBOX

BE LOCATED 

ELECTRODE MAY 

GROUNDING 

NOTE:

8’ MIN.

12" MIN. DEPTH OF GROUNDING CONDUCTOR
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